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Abstract
District heating networks are commonly addressed in the literature as one of the most effective solutions for decreasing the 
greenhouse gas emissions from the building sector. These systems require high investments which are returned through the heat
sales. Due to the changed climate conditions and building renovation policies, heat demand in the future could decrease, 
prolonging the investment return period. 
The main scope of this paper is to assess the feasibility of using the heat demand – outdoor temperature function for heat demand 
forecast. The district of Alvalade, located in Lisbon (Portugal), was used as a case study. The district is consisted of 665 
buildings that vary in both construction period and typology. Three weather scenarios (low, medium, high) and three district 
renovation scenarios were developed (shallow, intermediate, deep). To estimate the error, obtained heat demand values were 
compared with results from a dynamic heat demand model, previously developed and validated by the authors.
The results showed that when only weather change is considered, the margin of error could be acceptable for some applications
(the error in annual demand was lower than 20% for all weather scenarios considered). However, after introducing renovation 
scenarios, the error value increased up to 59.5% (depending on the weather and renovation scenarios combination considered). 
The value of slope coefficient increased on average within the range of 3.8% up to 8% per decade, that corresponds to the 
decrease in the number of heating hours of 22-139h during the heating season (depending on the combination of weather and 
renovation scenarios considered). On the other hand, function intercept increased for 7.8-12.7% per decade (depending on the 
coupled scenarios). The values suggested could be used to modify the function parameters for the scenarios considered, and 
improve the accuracy of heat demand estimations.
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Abstract
In heavy duty Diesel engines more than 50% of the fuel energy is not converted to brake power, but is lost as heat. One promising
way to recapture a portion of this heat and convert it to power is by using thermodynamic power cycles. Using the heavy duty
Diesel engine as the waste heat source, this paper evaluates and compares the thermodynamic potential of different working fluids
in four power cycles: the Rankine cycle (RC), the transcritical Rankine cycle (TRC), the trilateral flash cycle (TFC) and the single
flash cycle (SFC). To establish the heat input into the cycle, operating conditions from an actual heavy duty Diesel engine are used
as boundary conditions for the cycle heat source. A GT-Power model of the engine was previously developed and experimentally
validated for the stationary points in the European Stationary Cycle (ESC). An energy analysis of this engine revealed that it has
four heat sources with the potential for waste heat recovery: the ch rge air c oler (CAC), the coolant flow, the exhaust gas recircu-
lation co ler (EGRC), and the exhaust flow. Using fixed heat input conditions determined by the selected engine operating mode,
the TFC performed best for the CAC with a net power increase of ar und 2 kW, while t RC performed b st for the coolant flow,
with a net power increase of 5 kW. For the EGRC, ethanol performed especially well with both the RC and TRC, leading to an 8
kW net power increase. When using the exhaust as heat source, all four cycles provided a power output of around 5 kW with so e
variation depending on the working fluid. This study shows that for most cases, considering the different heat sources, the choice
of cycle has a larger impact on the cycle performance than the choice of working fluid.
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1. Introduction
Ever increasing consumer demands for lower fuel consumption and more stringent legislation on emissions drive
dev lopm nts for conti uous improvem ts in internal c mbustion engine efficiency. A promising way to increase
engine efficiency and thus reduce CO2 emissions is to use thermodynamic power cycles for waste heat recovery
(WHR). The Rankine cycle, a well-established technology for WHR in stationary applications [1–3], also shows
∗ Corresponding author. Tel.: +46-(0)31-772 50 37
E-mail address: jelmer.rijpkema@chalmers.se
1876-6102© 2017 The Authors. Published by Elsevier Ltd.
Peer-review under responsibility of the scientific committee of the IV International Seminar on ORC Power Systems.
Available online at www.sciencedirect.com
Energy Procedia 00 (2017) 000–000
www.elsevier.com/locate/procedia
IV International Seminar on ORC Power Systems, ORC2017
13-15 September 2017, Milano, Italy
Thermodynamic potential of Rankine and flash cycles for waste heat
recovery in a heavy duty Diesel engine
Jelmer Rijpkemaa,∗, Karin Muncha, Sven B. Anderssona
aChalmers University of Technology, Ho¨rsalsva¨gen 7B, 41280 Go¨teborg, Sweden
Abstract
In heavy duty Diesel engines more than 50% of the fuel energy is not converted to brake power, but is lost as heat. One promising
way to recapture a portion of this heat and convert it to power is by using thermodynamic power cycles. Using the heavy duty
Diesel engine as the waste heat source, this paper evaluates and compares the thermodynamic potential of different working fluids
in four power cycles: the Rankine cycle (RC), the transcritical Rankine cycle (TRC), the trilateral flash cycle (TFC) and the single
flash cycle (SFC). To establish the heat input into the cycle, operating conditions from an actual heavy duty Diesel engine are used
as boundary conditions for the cycle heat source. A GT-Power model of the engine was previously developed and experimentally
validated for the stationary points in the European Stationary Cycle (ESC). An energy analysis of this engine revealed that it has
four heat sources with the potential for waste heat recovery: the charge air cooler (CAC), the coolant flow, the exhaust gas recircu-
lation cooler (EGRC), and the exhaust flow. Using fixed heat input conditions determined by the selected engine operating mode,
the TFC performed best for the CAC with a net power increase of around 2 kW, while the RC performed best for the coolant flow,
with a net power increase of 5 kW. For the EGRC, ethanol performed especially well with both the RC and TRC, leading to an 8
kW net power increase. When using the exhaust as heat source, all four cycles provided a power output of around 5 kW with some
variation depending on the working fluid. This study shows that for most cases, considering the different heat sources, the choice
of cycle has a larger impact on the cycle performance than the choice of working fluid.
© 2017 The Authors. Published by Elsevier Ltd.
Peer-review under responsibility of the scientific committee of the IV International Seminar on ORC Power Systems.
Keywords: energy analysis; internal combustion engine; organic flash cycle; organic Rankine cycle; single flash cycle; transcritical Rankine
cycle; trilateral flash cycle; waste heat recovery
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Ever increasing consumer demands for lower fuel consumption and more stringent legislation on emissions drive
developments for continuous improvements in internal combustion engine efficiency. A promising way to increase
engine efficiency and thus reduce CO2 emissions is to use thermodynamic power cycles for waste heat recovery
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promising efficiencies for the use in automotive applications [4,5]. A possible way to increase the thermal efficiency
of the RC is to bring the working fluid to supercritical conditions in the transcritical Rankine cycle (TRC). This has
the potential to improve the thermal match between the heat source and the cycle, albeit often at the expense of higher
system pressures [5–7]. Another alternative is the trilateral flash cycle (TFC), where the pressurized fluid is heated to
its saturation point and then expanded into the two-phase region. Since only liquid is heated, there are opportunities to
improve the thermal match while simultaneously improving heat transfer and reducing pressure drop [8–10], leading
to smaller heat exchangers, an important consideration for WHR in automotive applications. Finally, to address the
main drawback of the TFC - the inefficient expansion of the wet mixture - the performance of an alternate flash
cycle is investigated: the single flash cycle (SFC). Instead of expanding a wet mixture from the saturation point, the
fluid is flashed to an intermediate pressure, the vapor and liquid are separated, and then only the vapor is expanded.
This technology is already commonly used for electricity production from geothermal sources [11], and previously
proposed for WHR in stationary applications under the name OFC [12]. It combines improved thermal matching with
more efficient expansion, albeit with the possible disadvantage of reduced temperatures, pressures and mass flows as
well as the need for an extra component in the form of a flash vessel.
This work evaluates and compares the thermodynamic potential of these four cycles using heat input conditions
based on the heat sources available in a heavy duty Diesel engine. An energy analysis of different operating modes
of the engine is performed and used to evaluate the potential heat sources in the engine, and one operating mode is
selected for further analysis. The thermodynamic cycle models are simulated with a number of different working
fluids, spanning a range of thermodynamic properties. Boundary conditions and cycle constraints have been chosen
so that the thermodynamic potential of both low and high temperature heat sources can be evaluated and compared.
The paper aims to provide insight into the relative performance of the different thermodynamic cycles by making
a direct comparison between the cycles. By considering all the relevant heat sources for the operating conditions in
a heavy duty Diesel engine, including the low, intermediate and high temperature sources, it can be identified which
combination of cycle and working fluid gives the highest thermodynamic potential for each heat source.
Nomenclature
h specific enthalpy, J/kg
m˙ mass flow rate, kg/s
M molecular mass, kg/kmol
P pressure, Pa
Q˙ heat transfer rate, W
T temperature, K
T mean temperature, K
W˙ power, W
x vapor mass fraction
X˙ exergy rate, W
Greek symbols
η efficiency
Subscripts
0 reference state
con condensation
cr critical
ev evaporation
eng engine
exh exhaust
exp expander
Subscripts (continued)
is isentropic
pp pinch point
sup superheating
th thermal
tot total
Abbreviations
cac charge air cooler
eats exhaust aftertreatment system
egr exhaust gas recirculation
egrc exhaust gas recirculation cooler
esc European stationary cycle
gwp global warming potential
odp ozone depletion potential
ofc organic flash cycle
orc organic Rankine cycle
rc Rankine cycle
sfc single flash cycle
tfc trilateral flash cycle
trc transcritical Rankine cycle
whr waste heat recovery
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promising efficiencies for the use in automotive applications [4,5]. A possible way to increase the thermal efficiency
of the RC is to bring the working fluid to supercritical conditions in the transcritical Rankine cycle (TRC). This has
the potential to improve the thermal match between the heat source and the cycle, albeit often at the expense of higher
system pressures [5–7]. Another alternative is the trilateral flash cycle (TFC), where the pressurized fluid is heated to
its saturation point and then expanded into the two-phase region. Since only liquid is heated, there are opportunities to
improve the thermal match while simultaneously improving heat transfer and reducing pressure drop [8–10], leading
to smaller heat exchangers, an important consideration for WHR in automotive applications. Finally, to address the
main drawback of the TFC - the inefficient expansion of the wet mixture - the performance of an alternate flash
cycle is investigated: the single flash cycle (SFC). Instead of expanding a wet mixture from the saturation point, the
fluid is flashed to an intermediate pressure, the vapor and liquid are separated, and then only the vapor is expanded.
This technology is already commonly used for electricity production from geothermal sources [11], and previously
proposed for WHR in stationary applications under the name OFC [12]. It combines improved thermal matching with
more efficient expansion, albeit with the possible disadvantage of reduced temperatures, pressures and mass flows as
well as the need for an extra component in the form of a flash vessel.
This work evaluates and compares the thermodynamic potential of these four cycles using heat input conditions
based on the heat sources available in a heavy duty Diesel engine. An energy analysis of different operating modes
of the engine is performed and used to evaluate the potential heat sources in the engine, and one operating mode is
selected for further analysis. The thermodynamic cycle models are simulated with a number of different working
fluids, spanning a range of thermodynamic properties. Boundary conditions and cycle constraints have been chosen
so that the thermodynamic potential of both low and high temperature heat sources can be evaluated and compared.
The paper aims to provide insight into the relative performance of the different thermodynamic cycles by making
a direct comparison between the cycles. By considering all the relevant heat sources for the operating conditions in
a heavy duty Diesel engine, including the low, intermediate and high temperature sources, it can be identified which
combination of cycle and working fluid gives the highest thermodynamic potential for each heat source.
Nomenclature
h specific enthalpy, J/kg
m˙ mass flow rate, kg/s
M molecular mass, kg/kmol
P pressure, Pa
Q˙ heat transfer rate, W
T temperature, K
T mean temperature, K
W˙ power, W
x vapor mass fraction
X˙ exergy rate, W
Greek symbols
η efficiency
Subscripts
0 reference state
con condensation
cr critical
ev evaporation
eng engine
exh exhaust
exp expander
Subscripts (continued)
is isentropic
pp pinch point
sup superheating
th thermal
tot total
Abbreviations
cac charge air cooler
eats exhaust aftertreatment system
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2. Energy and exergy analysis of the engine
In a previous project at Chalmers University of Technology, a GT-Power [13] model of a heavy duty 12.8L Diesel
engine was developed and experimentally validated for the operating modes in the European stationary cycle (ESC)
[14], where the modes range from low to high engine speeds (A, B and C) and low to high engine loads (25, 50, 75 and
100). A schematic layout of the engine containing the components relevant for waste heat recovery is shown in Fig. 1.
The inlet air, heated by compression, is cooled down in the charge air cooler (CAC) before it enters the cylinders. In
the cylinders, fuel is added to the air and the mixture combusts, with some energy being lost to the coolant. Part of the
exhaust gas leaving the cylinders is cooled in the exhaust gas recirculation cooler (EGRC) and mixed with air entering
the cylinders. The other part of the mass flow is expanded in the turbocharger turbine and leaves the exhaust through
the exhaust aftertreatment system (EATS), still containing a substantial amount of useful energy.
Fig. 1. Schematic layout of a heavy duty Diesel engine with a turbocharger and EGR.
Inside the engine four main sources of heat loss can be distinguished: the CAC, the coolant flow, the EGRC, and
the exhaust flow. To determine if these losses are suitable for waste heat recovery, their temperatures, mass flows, and
heat losses were determined. To evaluate the quality of the energy flows, they were converted to exergy flows using
Eq. (1), which takes into account the mean temperature level (T ) at which the energy is available [15].
X˙loss = Q˙loss
T − T0
T
(1)
3. Thermodynamic cycles
This paper considers four thermodynamic power cycles for waste heat recovery: the Rankine cycle, the transcriti-
cal Rankine cycle, the trilateral flash cycle, and the single flash cycle of which the schematic depictions are shown in
Fig. 2. T-s diagrams belonging to these cycles are shown in Fig. 3. Both Rankine cycles involve the same sequence
of steps: 1→2: compression, 2→3: heat addition, 3→4: expansion and 4→1: condensation. In the RC step 2→3
involves evaporation of the fluid whereas the TRC operates with the fluid above its critical pressure and so no evapo-
ration occurs. The TFC involves a similar sequence of steps, but the fluid is only heated until the saturation point (step
2→3), and is then expanded into the two-phase region during step 3→4. The difficult wet expansion can be avoided
by expanding to an intermediate pressure and then separating the vapor and liquid in a flash vessel as proposed in the
SFC. In this case, steps 1→2 and 2→3 are the same as in the TFC, but are followed by 3→4: flash evaporation, 4→4':
vapor separation, and 4'→5': vapor expansion. The vapor is then mixed with the liquid from steps 4→4'': liquid
separation and 4''→5'': liquid throttling. The mixture of liquid and vapor at low pressure is condensed in step 6→1.
Table 1 shows the reference and boundary conditions imposed in the cycle simulations. Previously reported effi-
ciencies range from 0.65–0.90 for the pump and 0.70–0.85 for the expander [2–5,7,8,10,12], and from 0.60–0.85 for
wet expansion, either obtained in experiments [16] or assumed in simulations [8–10,17]. Considering that this study
evaluates the thermodynamic potential, relatively high efficiencies for the pump (0.80) and expander (0.85) have been
selected. To account for the unfavorable aspects of wet expansion, a value of 0.60 was set for the TFC expander.
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Fig. 2. Schematic depictions of the Rankine, transcritical Rankine and trilateral flash cycles (left) and the single flash cycle (right).
Fig. 3. T-s diagrams for the Rankine cycle (left), the transcritical Rankine cycle (middle left), the trilateral flash cycle (middle right) and the single
flash cycle (right) for different working fluids and the same heat source.
A number of practical limits were imposed as constraints, shown in Table 1. For all cycles except the TRC, a
maximum pressure limit of 0.9 ·Pcr was set to avoid instabilities near the critical point. An upper limit for the pressure
is difficult to obtain, but a value of 60 bar was previously reported [5]. To account for future developments, the
maximum pressure was set to 100 bar in this work. Excessive superheating of the fluid should be avoided because
of the unfavorable heat transfer coefficients and large volume flows associated with vapor flow. Therefore, for both
the inlet of the condenser and the outlet of the evaporator, a maximum superheating temperature difference of 20 K
was imposed. Finally, because expanders, and especially turbine expanders, are sensitive to two-phase flow during
expansion, the upper limit for the vapor fraction at the end of expansion was set to 0.85 for all cycles except the TFC.
A steady-state model for each cycle was developed in the Modelica [18] language. Simulations were performed
using the solvers available in Dymola [19] coupled to Python code [20] for pre- and post-processing. A number of
assumptions were employed in this study: no pressure losses in the system; no heat losses to the environment for
all components, including the heat exchangers; changes in potential and kinetic energy were neglected; isenthalpic
expansion in the throttling valves; perfect mixing and separation of the working fluid.
Table 1. Reference conditions, boundary conditions and constraints.
Reference and boundary conditions Constraints
Ambient temperature T0 25 ◦C High pressure Max. Pmax 100 bar
Ambient pressure P0 1.013 bar 0.9 · Pcr† bar
Condensation temperature Tcon 40 ◦C Superheating evaporation Max. ∆Tsup,ev 20 K
Pump isentropic efficiency ηis,pump 0.80 Superheating condensation Max. ∆Tsup,con 20 K
Expander isentropic efficiency ηis,exp 0.85 Pinch point temperature difference Min. ∆Tpp 10 K
0.60∗ Expander vapor quality out Min. xexp,out 0.85‡
Pump vapor quality in xpump,in 0
∗Only applicable to TFC, †not applicable to TRC, ‡not applicable to TFC
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is difficult to obtain, but a value of 60 bar was previously reported [5]. To account for future developments, the
maximum pressure was set to 100 bar in this work. Excessive superheating of the fluid should be avoided because
of the unfavorable heat transfer coefficients and large volume flows associated with vapor flow. Therefore, for both
the inlet of the condenser and the outlet of the evaporator, a maximum superheating temperature difference of 20 K
was imposed. Finally, because expanders, and especially turbine expanders, are sensitive to two-phase flow during
expansion, the upper limit for the vapor fraction at the end of expansion was set to 0.85 for all cycles except the TFC.
A steady-state model for each cycle was developed in the Modelica [18] language. Simulations were performed
using the solvers available in Dymola [19] coupled to Python code [20] for pre- and post-processing. A number of
assumptions were employed in this study: no pressure losses in the system; no heat losses to the environment for
all components, including the heat exchangers; changes in potential and kinetic energy were neglected; isenthalpic
expansion in the throttling valves; perfect mixing and separation of the working fluid.
Table 1. Reference conditions, boundary conditions and constraints.
Reference and boundary conditions Constraints
Ambient temperature T0 25 ◦C High pressure Max. Pmax 100 bar
Ambient pressure P0 1.013 bar 0.9 · Pcr† bar
Condensation temperature Tcon 40 ◦C Superheating evaporation Max. ∆Tsup,ev 20 K
Pump isentropic efficiency ηis,pump 0.80 Superheating condensation Max. ∆Tsup,con 20 K
Expander isentropic efficiency ηis,exp 0.85 Pinch point temperature difference Min. ∆Tpp 10 K
0.60∗ Expander vapor quality out Min. xexp,out 0.85‡
Pump vapor quality in xpump,in 0
∗Only applicable to TFC, †not applicable to TRC, ‡not applicable to TFC
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4. Working fluids
Four working fluids, shown in Table 2, were selected for consideration to cover a range of properties and based on
their performance for medium and low temperature heat sources [1,3,9]. While a low GWP alternative to R245fa with
similar thermodynamic properties and performance is available in the form of R1233zd [21], R245fa was selected
because it has been used extensively in many other studies [1,2,7,10]. The fluid properties used in the Modelica [18]
models were obtained by coupling the models to the CoolProp database [22] using the ExternalMedia library [23].
Table 2. Thermodynamic and environmental properties of the working fluids.
Fluid M [kg/kmol] Tcr [◦C] Pcr [bar] P40◦C [bar] T1atm [◦C] Type GWP100 ODP Refs.
Cyclopentane 70.13 238.6 45.7 0.74 49.3 Isen. 0 0 [24,25]
Ethanol 46.07 240.2 62.7 0.18 78.4 Wet 0 0 [5,25]
R245fa 134.05 154.0 36.5 2.50 15.1 Dry 858 0 [25,26]
Water 18.02 374.0 220.1 0.07 100.0 Wet 0 0 [5,25]
5. Results
Previously, four potential waste heat sources were identified: the CAC, the coolant flow, the EGRC, and the exhaust
flow. The left-hand side of Fig. 4 shows the inlet temperature and mass flow ranges for these sources, obtained from
the GT-Power model for the twelve operating modes in the ESC. Since the model included only heat losses to the
coolant with no information regarding the mass flows or temperatures, the figure does not show coolant data. The
waste heat sources in the engine operate at different temperatures, making it difficult to select a single working fluid
that is suitable for all of them. The model data were also used to calculate the heat and exergy loss ranges shown on
the right-hand side of Fig. 4, in which the losses for each source are reported as percentages of the total loss. The
figure indicates that each source contributes significantly to the total heat loss. However, based on the temperatures at
which the energy is available, shown by the exergy losses, the exhaust flow and EGRC clearly contribute most. The
label Other represents other heat losses in the engine, primarily heat losses in the exhaust piping and the EATS.
Fig. 4. Ranges of mass flows and inlet temperatures (left) and heat and exergy losses (right) for all operating modes in the ESC obtained from the
GT-Power model. The exhaust losses are calculated with reference to the environment: Q˙loss,exh = m˙exh(hexh − h0). All the losses are expressed as
percentages of the total losses.
The energy analysis indicated that the selected sources all have significant heat and exergy losses, so all four were
included in the cycle analysis as a potential waste heat source. Of the twelve operating modes, the low speed, medium
load operating mode (A50) was selected for further evaluation because it is one of the dominant modes in a typical
long haul duty cycle [4]. Table 3 shows the operating conditions chosen for each waste heat source. Some of these
values (shown in italics) were modified from those used in the model to provide valid input values for the cycle
simulations. The CAC outlet temperature was increased because the model value for this parameter was below the
condensation temperature. The exhaust temperature after WHR was set to 100 ◦C and the coolant conditions were set
to representative values for the chosen operating mode.
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Table 3. Conditions of waste heat sources for the selected operating mode. Values shown in italics
differ from the corresponding GT-power model values.
Source Fluid P [bar] m˙ [g/s] Tin [◦C] Tout [◦C] Q˙loss [kW] X˙loss [kW]
CAC Air 2.47 231 152 60 21.7 4.6
Coolant Water 1.013 4317 93 90 54.4 9.9
EGRC Exhaust gas 2.49 73 472 95 30.6 13.6
Exhaust Exhaust gas 1.013 239 251 100 33.2 11.0
The conditions given in Table 3, constant for all four cycles, as well as the boundary conditions and constraints
presented in Table 1, result in the thermal efficiencies and corresponding net power output values (W˙net) presented in
Fig. 5 and Fig. 6. Unsurprisingly, waste heat sources with higher temperatures yielded higher thermal efficiencies.
Because of the constant condensation temperature, higher source temperatures allow for higher cycle temperature
and pressure differences, giving better performance. The variation between the different cycles and fluids for each
heat source then depends on how well the cycle temperature profile matches the source temperature profile. This is
particularly visible for the coolant flow, where the RC outperforms all other cycles, although the temperatures at the
expander inlet are similar. The small temperature drop in the coolant flow leads to a source temperature profile that is
nearly horizontal, which matches well with the evaporation phase in the RC as shown in Fig. 7.
Fig. 5. Thermal efficiencies (ηth = W˙net/Q˙loss) for each combination of cycle and heat source.
Fig. 6. Net produced power in kW (W˙net = W˙exp − W˙pump) and the ratio of net produced power to engine power (ηeng = W˙net/W˙eng) for each
combination of cycle and heat source.
Additionally, the RC performs well with the EGRC as the heat source, especially with ethanol and water as the
working fluids. In most EGRC cases, performance is limited by the maximum pressure, except for the EGRC-Water
case where the pinch point and evaporation superheating are the limiting factors, shown in Fig. 7. When using the
CAC as the heat source, it is difficult to achieve a good match with the RC because the low source outlet temperature
and pinch point limitation prevent the RC from achieving high pressures. In this case, the TFC offers a better match,
also shown in Fig. 7. In general, the TFC provides good efficiencies for every heat source even though the isentropic
efficiency of the expander is lower. The SFC provides similar efficiencies to the TFC although it is operating at reduced
temperatures and pressures due to flashing. Lower temperatures and pressures are not necessarily a disadvantage
because it also means reduced expansion ratios, a possible benefit for expansion. With the exhaust flow as the heat
source, the efficiencies of the TFC and SFC match those of the RC and TRC, offering power outputs of around 5 kW.
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Fig. 7. Q-T diagrams of the cases CAC-TFC-Ethanol (left), Coolant-RC-R245fa (middle left), EGRC-RC-Water (middle right) and Exhaust-TRC-
R245fa (right). The top (red) line shows the source temperatures and the bottom (green) line shows the cycle temperatures.
The TRC yielded the best overall performance, generating over 8 kW for the EGRC-Ethanol case. Since this cycle
allows for good matching with the heat source (see Fig. 7), has good expander efficiency, and was only limited by the
maximum pressure of 100 bar, it achieved good performance in all three cases for which it was evaluated. Although
supercritical conditions were also achieved in the Exhaust-Ethanol, EGRC-Cyclopentane and Exhaust-Cyclopentane
cases, these cases were not taken into account because the expansion led into the two-phase region. In the case of
water, the maximum pressure was below the critical pressure, thus never leading to critical conditions for this fluid.
6. Discussion
The working fluids in this study were selected on the basis of their range of properties and their promising perfor-
mance for similar temperature levels in other studies. However, this selection of working fluids is not exhaustive and
will, therefore, be extended in future studies to provide a more complete evaluation of the thermodynamic potential.
Relevant to note is the effect of the choice of boundary conditions and constraints on the results. Especially im-
portant is the condensation temperature, which was set to 40 ◦C so that the low temperature heat sources could be
included, enabling a fair comparison of the thermodynamic potential for all heat sources. However, this meant ignor-
ing two important practical considerations. Firstly, the temperature at which the heat is rejected is lowered to 40 ◦C,
thereby drastically reducing the temperature difference between the ambient temperature and the heat rejection tem-
perature, making it more difficult to reject the heat. Secondly, in the case of ethanol and water, the low condensation
temperature leads to low saturation pressures, meaning large specific fluid volumes. This can lead to very high and
unrealistic expansion ratios as well as high volume flows at the expander outlet, which is related to the pressure drop
and thus affects condenser sizing. Also, the expander efficiencies for the cycles directly impact the resulting power
output. Variation of these efficiencies and their impact is interesting for future studies, especially since a different
value for the TFC expander was used. The maximum pressure limit directly affects the results as well, altering this
limit can have a significant impact on the cycle performance. Including all relevant input parameters in a sensitivity
analysis will provide a wider perspective on the potential for each combination of cycle, fluid and heat source.
Furthermore, heat losses and pressure drop in the heat exchangers have been ignored, although they can have a
significant impact. Related to this are the constraints on the superheating temperature difference, which have been set
to avoid excessive superheating. Implementation of heat transfer and pressure drop relations would allow evaluation
of the effect of heat transfer, heat losses and pressure losses on cycle performance and heat exchanger sizing.
7. Conclusions
This paper compares four different thermodynamic power cycles, four working fluids and four waste heat sources
available in a heavy duty Diesel engine. Its goal is to show the thermodynamic potential for each combination of
cycle, fluid and heat source under the boundary conditions and constraints listed in Table 1. An energy analysis of
the engine using data from a validated GT-Power model revealed that all the selected heat sources - the CAC, the
coolant flow, the EGRC and the exhaust flow - have the potential for waste heat recovery. The input conditions for the
simulations were based on the low speed, medium load ESC operating mode (A50) and were held constant.
Given these input conditions, the TFC and SFC offered the best performance with the CAC as the heat source,
regardless of the selected working fluid. Because of good thermal matching, the RC performed especially well with
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the coolant flow as the heat source, achieving power increases up to 5 kW, again also almost independently of the
working fluid. Ethanol was the best performing working fluid with the EGRC as the heat source, offering peak power
around 8 kW in both the RC and TRC. All cycles achieved similar performance when using the exhaust flow as the
heat source, with peak power production of around 5 kW depending on the working fluid. For the high temperature
heat sources, R245fa performed significantly worse than the other selected working fluids. Considering the working
fluids and constraints employed in this study, the results showed that the choice of cycle had the largest impact on
the performance, while in most cases the working fluids performed comparably. This can be attributed to the thermal
matching: a better thermal match leads to an increased high temperature, giving better thermodynamic performance.
Even though a relatively low expander efficiency was assumed in the TFC simulations, this cycle offered similar
performance to the RC and TRC, especially for the exhaust flow. In addition, even with reduced mass flows, tempera-
tures and pressures, the SFC offered comparable performance while avoiding wet expansion, although it necessitates
an extra component. Importantly, both SFC and TFC have liquid on both sides of the high temperature heat exchanger,
allowing for a reduced area. Consequently, these cycles are particularly interesting for automotive waste heat recovery.
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